Introduction
The interconnection between regional power grids is becoming more and more widespread with power system development, which not only brings great benefits to the social and economic development, but also generates serious security risks to huge power grid with complicated structure due to transient stability problems. Several classical cases illustrated that some events with very low probability might also cause power grid splitting or even large-scale blackout accident for the interconnected power grid with a strong structure, for example, the large-scale blackout of power grid in the United States, and Canada, and as well as India [1] [2] [3] . Hence, the higher requirements expected to be put forward for the emergency control of transient stability of interconnected power network [4] .
Since power system is a high-dimensional nonlinear dynamic system, the stability of which can be solved using the numerical method alone but not be expressed by mathematical analysis. Usually, this is very time-consuming and not conducive to emergency control of the system. Hence, the current widely used stability control system conducts transient stability control trough online queries countermeasure table generated offline after disturbance or failure [5] [6] [7] . This method possesses two flaws: one is that countermeasure table is impossible to consider all the circumstances, and if there are no corresponding countermeasures, the control system can only handle the relatively severe cases, which will lead to excessive control. The other is that the numerical calculation is particularly large for large systems, and the system structure is constantly changing, and recalculating is required whenever the system structure changes [8] [9] .
The control method to refresh decision table online is a current hot research topic. In [10] , the idea of online pre-decision and real-time matching is proposed for the first time, and a set of online pre-decision control system is developed using the parallel computing and Extended Equal Area Criterion (EEAC), which makes the emergency control technology move a big step forward [11] . However, the critical unit identification, a key step of online decision-making, may be misjudged in the stable boundary, which will cause emergency control failure, and then the system to lost instability can only be resolved by splitting of the last defense line of power system, which may cause large-scale blackout of the regional power grid [12] . Therefore, to identify critical unit is a key step to perform system stability identification and real-time emergency control using EEAC criterion.
Presently, there are two main ways to identify the critical unit. One is to use the real-time power angle data of the generator [13] , and the problem is that the correct rate of critical unit identification is not high in the early stage of fault. The other is to use the real-time power angle and angular velocity variation of the generator, and the problem is that different situations need to choose the corresponding parameters correctly [14] . In this paper, a new method of critical unit identification is proposed to improve the above problems, and the advantages of this method are discussed by simulation and comparison.
Critical unit group identification method in EEAC
EEAC criterion is to apply the gaps between the generator power angle δ to discriminate the critical unit group. The specific method is that after the system receives the impact, the collected power angles of the generator are arranged from small to large, and the generator is divided into the critical unit S-group and the non-critical unit A-group from the place with the largest gap between front and rear in this arrangement.
(1)
Equation (1) is the motion equation of generator rotor, from which it can be seen that the changes of the generator power angle and angular velocity relate to not only the input mechanical power and output electromagnetic power of the generator, but also the tectonic rotational inertia of the generator. In a short period of the system failure or disturbance, there is no obvious angle difference for the power angle of the generator unit due to the large inertia of the generator rotor. From this analysis, it can be concluded that the critical unit identification method of EEAC can not correctly identify the critical unit in some cases.
Identification method of critical unit group based on the composite power angle
To overcome the flaws in section 3, a method to determine the critical unit group by means of the composite power angle proposed can be described by in [14] ( 2) where is the relative power angle of the generator, is the variable quantity of angular velocity, is the setting value. The decision method is to arrange from small to large, and the unit group is divided into critical unit and non-critical unit at the place with the largest gap.
Compared with the identification method of critical unit in EEAC, the advantage of this method is that the k value can be set to get the δ com value with higher resolution. When the angle difference δ is small, the units are grouped by the variation of the power angle and the angular velocity. However, its disadvantage is the need to collect two variable power angles and angular velocities. And in different circumstances, in order to get the ideal discrimination of the composite power angle of the generator, the k value will be different. How to select the appropriate k value is also a difficult thing.
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Identification method of critical unit group based on unit power difference of generator Because there are some shortcomings for the above methods in the critical unit identification, this paper proposes a critical unit identification method based on the unit power difference of the generator. For single-machine system, the generator rotor equation during fault can be expressed [15] [16] (3)
In (3), is the generator's mechanical power, and is the generator's electromagnetic power. In the method of discriminating the composite power angle, Δω can be regarded as the change rate of the power angle δ in the equation (3) . By taking the derivative on both sides of the first formula in (3), it can be obtained as: (4) this formula is substituted into the second formula of (3), then: (5) In (5), is defined as the unit power difference , ω 0 /T j is the constant associated with the generator itself. When the unit power difference is equal to 0 during the steady-state operation, the power angle of the generator will not change; when the unit power difference is greater than 0, the input mechanical power of the generator will be greater than the output electromagnetic power, and the acceleration power angle of the generator rotor will increase; when the unit power difference is less than 0, the input mechanical power of the generator will be less than the output electromagnetic power, and the deceleration power angle of the generator rotor will decrease.
In the case of stable unit power difference, the acceleration or deceleration speed of the generator rotor is related to the rotor inertia of the generator. In the transient process, the input mechanical power must be larger than the output electromagnetic power for the critical unit group; and also in the case of the generator rotor acceleration, of the unit with the first instability is larger than that of other units, so the unit power difference value can be used to identify the critical unit group.
Simulation and comparison
The three kinds of critical unit identification methods are simulated and analyzed as follows. The simulation model is an 8-machine 36-node model of 500kV-220kV power grid in a region, as shown in Fig.1 , and the simulation platform is a comprehensive analysis program of the PSASP power system. The simulation fault is a three-phase short circuit of AC25 AC line. It can be seen from the analysis of Table 1 that the generators' relative power angles are arranged from small to large as follows at 0.12S after the fault occurs: δ6<δ1<δ3<δ5<δ8<δ7<δ4<δ2
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The maximum gap is between δ3 and δ5, and the gap is 0.949°. Therefore, G2, G4, G5, G7 and G8 can be identified as the critical unit group, G1, G3 and G6 are the non-critical unit group, and their relative power angle curve is as shown in Fig.2 . Fig.2 Relative power angle curve of generator during three-phase short circuit It can be seen from Table 1 and Fig.2 that the gap of the relative power angle has obvious difference after 0.1s of fault, and the value is not big, and there is almost no difference in the initial time of the fault.
Simulation of critical unit identification for composite power angle. In the simulation of critical unit identification for composite power angle, k=0.01, k=0.1 and k=1 are taken respectively for comparison. It can be seen from Fig.3 that when k=0 .01, there is no obvious difference from using the power angle discriminant curve of the generator; when k=0.1 and k=1, the performance of using the maximum gap discrimination of composite power angle is better, and when k=1, it is more obvious in the initial time, that is to say, discrimination can be made earlier. Fig.3 that the critical unit group in the transient process can be discriminated by the composite power angle, which not only better conform to the power angle trend, but also has better discriminating degree in the case that k value is more reasonable. As the reasonable k values are different in the different cases, it is not easy to find a reasonable value in the case of complex fault.
Simulation of identification method for unit power difference critical unit. It can be seen from Table 2 and Figure 4 that the unit power difference ΔPm-e of each unit has changed obviously during the initial 0.01s time in the transient process, and the gap between the units G3 and G5 is the largest, and the order of magnitude is in 10 2 , and the change trend of ΔPm-e and the result of discrimination are the same as those of power angle discrimination and complex power angle discrimination, and the discrimination can be completed within 0.01s after the fault occurs, and it does not need to carry out parameter selection when the complex power angle is discriminated. 
Conclusion
It can be seen from the above analysis that using the unit power difference ΔPm-e can effectively and quickly identify the critical unit group in the transient process. Although the data within very short time in the initial period of fault can be used for accurate identification, it needs to capture the generator power angle and make derivative operation, which virtually increasing the entire time of identification process. With the increasing operational speed of computer, we believe that the process of data calculation will be greatly reduced, thus ultimately providing the basis for the practical application of this method.
